CHILLER PLANT ONE-LINE DIAGRAM - DEMOLITION WORK

NOT TO SCALE

1. LOOP LINES DENOTE EXISTING CONDITION
   "X" SAVES ORIGINIAL WORK
BUILDING B - PARTIAL ROOF ELECTRICAL PLAN

SCALE: 1/4" = 1'-0"

NOTES:
1. ALL ELECTRICAL ITEMS SHOWN ARE NEW.
A  CHILLER PLAN MAIN BREAKER ELEVATION

NOTES:
1. Overall view of non-manual, non-schedule, non-stainless steel outdoor enclosure not shown for clarity.
2. Mount breaker and overall enclosure to concrete pad in accordance with manufacturer's recommendations. Provide reservoir for between bottom of breaker enclosure and concrete pad.

B  SWITCHBOARD "MECH" ELEVATION

NOTES:
1. Overall view of non-manual, non-schedule, non-stainless steel outdoor enclosure not shown for clarity.
2. Mount switchboard and overall enclosure to concrete pad in accordance with manufacturer's recommendations. Provide reservoir for between bottom of switchboard and concrete pad.